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Abstract—Use of renewable energy sources is raising for grid 
connected systems, for which higher power quality 
requirements are being issued. Monitoring the grid impedance 
ensure stable operation of the controller and proper connection 
and disconnection from the grid. Thus it is vital to know the 
value of grid or transformer distributed impedance in given 
time, instead assuming a constant value in controller. To 
overcome this problem an identification method based on 
perturbation of reactive power is proposed. The normally 
inductive character of the grid used together with synchronous 
frame current controller have cross coupling terms which are 
used in analysis. This method is suitable for use with virtual 
flux oriented control. It uses two current sensors and one dc 
link voltage sensor. Method enables maintain unity power 
factor not only at PCC but also further into the grid, including 
lines and transformer leakage inductance. 
 

Index Terms—Grid Impedance, Renewably Energy, Virtual 
Flux, VSC Control 
 
 

I.  INTRODUCTION 

In recent years the penetration of distributed power 
generation is increasing, as well as the development of 
power electronics. Often in remote areas it is not possible to 
connect to a strong grid, the impedance can vary which 
could lead to different problems. In close presence of 
inverter, varying impedance could lead to instabilities in 
high frequency range, caused by LCL filter. The inverter 
LCL filter resonant frequency should be in the bandwidth of 
controller and usually is high in order to minimize size of 
the C and L filter components, thus challenging the control 
and the grid filter design. Knowing the grid impedance, also 
improve dynamic response of current controller in case of 
rapid changes of active power.  
Manufactures of inverters for renewable energy are obligate 
to deliver unity power factor at PCC. For example in wind 
industry usually the low voltage turbine output (690V) is 
connected to step-up transformer and then to medium/high 
voltage line. So the unity power factor must be maintained 
at the high voltage side of the transformer. The best would 
be if we could include the inductance of the transformer into 
control, so the PCC is not any more at the grid filter, but at 
secondary side of transformer.  
It is beneficial to estimate the leakage inductance of the 
transformer (4...6%) and include in control algorithms. We 
assume that we know the parameters of the used LCL filter 
which is inserter between inverter and transformer. Having 
knowledge that the converter will be connected directly to 
the transformer we can try to minimize or even remove the 
grid side filter inductor L2. 
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Fig.1. Inductances on the path from converter to infinite bus 
 
Usually the grid side L2 inductor is introduced to minimize 
the influence of the grid impedance for a resonant frequency 
variation, thus inserting L2 ensures that resonant frequency 
never goes beyond controller bandwidth. Having only LC 
filter and stiff grid, could lead to out of bandwidth 
uncontrollable resonances which would cause inverter trip. 
Normally increasing L2 would decrease the resonant 
frequency difference between grid connected and 
disconnected mode. In this letter we will focus mostly on 
estimation of inductances as they dominant, have large 
influence and difficult to estimate by steady state methods, 
involving active power. The resistive part of grid impedance 
is easier to estimate since active power and terminals 
voltage in steady state can be used. 
There are many methods to measure grid impedance by 
dedicated hardware and software. However the inverter is 
not such a trivial platform (not dedicated), the DSP has 
already computational tasks, and the inverter has reduced 
number of sensors (no grid voltage sensors).  
 
A. Existing Impedance Detection Methods 

Various methods can be used for line impedance 
measurement; normally they employ special hardware 
devices. Precise acquisition of voltage and current is 
performed which follows the mathematical calculation to 
obtain the impedance value. 
In literature two kind of method exist: passive and active. 
The passive methods based on observation of 
noncharacteristics harmonics (line voltage and currents). 
Method depends on existing background distortion of the 
voltage which very often is undetectable by inverter 
platform, thus not used in practice. 
Active methods usually produce “disturbance” of the 
network, followed by response acquisition and processing. 
There are many ways to “disturb” the network, therefore 
active methods further can be divided into steady-state and 
transient methods [1][2][3][5][5]. 
The methods can be also characterized for estimation of 
impedance for given frequency (50Hz) or calculate 
impedance characteristics as a function of frequency. 
There are some methods [1] which inject high frequency, 
short duration current signal and based on voltage response 
the inductance is calculated. Fourier analysis of the voltage 
is used, which require significant amount of computational 
power and memory. When filter capacitor is used (LCL 
filter) the method by injecting short current pulses can be 
error prone, thus often in those methods only L filter is 
considered. 
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II. PROPOSED METHOD 

A transient method technique is used to estimate the line 
inductance. The principle of operation is to inject reactive 
current into the grid for short time (3..5 periods, current 
0.2..0.5 pu.) using the inverter and obtain the response of d-
axis current controller. D-axis current controller should be 
responsible only for active power. If the d-axis current (id) 
response is significant in amplitude that means that there is 
wrong value of L in cross coupling of current controller. In 
other words we will try to find L in cross coupling for which 
the response of id is minimized in amplitude. For the correct 
value of L the orientation of axes during transient is proper 
and accordingly d and q axes controllers control the active 
and reactive power independently. If the value of L is 
mistaken the orientation of axes is twisted during transient, 
and reactive controller control some of the active power as 
well, which e.g. can be observed as a dc-link voltage 
variation. The dc-link voltage will come back to the 
commanded level quickly because it is the major task o f the 
d-axis and dc-link controller. 

 
 
Fig. 2. Simplified representation of interconnection between 
inverter and voltage source. 
 
Model of PWM converter in stationary coordinates (α/β) is: 
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The dc-link voltage balance equation: 
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After transformation to synchronous reference frame (d/q) 
the equations are: 
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The active and reactive power is given by 

Re[ ]p v i v i v iα α β β= ⋅ ∗ = ⋅ + ⋅  (4) 

Im[ ]q v i v i v iβ α α β= ⋅ ∗ = ⋅ − ⋅  (5) 
 
Now it is clear that the cross coupling term in the current 
controller is appearing from model transformation from 
stationary (1) to synchronous frame (3). 
 
The importance of having a correct grid inductance in the 
control system is illustrated in Fig. 3. A d-axis current 
reference step of 0.5p.u. is applied. 
 

 
Fig.3.Simulated different responses of id and iq dependent on the 
cross coupling L value in current controller. 
 
In the first case (Fig 3a) there is over or under compensation 
of L in cross coupling of current controller. It is an effect 
that L in controller is not adequate to real inductance and the 
system is barely stable. In this case the reference angle is 
distorted and active/reactive current controllers are not 
controlling proper axes. 
The second case (Fig 3b) present correct response, without 
overshoot, which mean that the inductance used in the cross 
coupling is the estimate of infinite grid inductance. 
 

 
Fig.4. Block diagram of the control 
 
A. Current regulator 

Using converter model of equations (3) to design the current 
regulator 
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 (6) 

The problem with the voltage capacitor feed-forward is that 
we do not measure this value; in case of constant amplitude 
signal the PI-regulator will compensate it quickly in steady 
state. In case where the amplitude of voltage is changing 
rapidly then the feed forward would speed up the setting 
time (supporting the integrators). It has been observed, that 
when capacitor voltage is unbalanced then the feed forward 
term (in synchronous frame) is distorted. The distortion is 
usually 100Hz oscillations from negative sequence, from 
where the unbalance comes from. In this situation the single 
frame controller is not capable of rejecting of that signal and 
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the output current is distorted, thus in unbalance case the 
voltage feed forward is not giving any beneficial. 
The last expression in (6) is the cross coupling term -ωLiq 
and ωLid. If we supply the capacitor voltage feed forward 
term and iωL term then our controller would be able to keep 
track under steady state and transient. Since the resistance R 
and the inductance L are the same for both, d and q axes, the 
time constant of the current regulator can be the same. This 
is done by using two independent PI regulators. 
In our case when we change the direction of iq but with 
much higher or lower amplitude we introduce disturbance to 
our controller which is not able to reject it during the 
transients. This introduces distortion in d axis which is 
analyzed later. 
 
B. DC-bus regulator 

The task of dc-bus regulator is to keep the dc voltage as 
close or equal to a given reference value. The input to the 
regulator is the voltage difference and the output is the 
active current reference. The amount of the current needed 
to charge/discharge the capacitor to the desired reference 
value can be found by looking at the energy equations of the 
dc bus capacitor. 
The used time constant for the dc-bur regulator based on 
equations 

( )8i DSP PWMT T T= +  
( )

,3
16

dc ref DC
p

DSP PWM

V C
K

T T
=

+
 

 
C. Virtual Flux Oriented Control 

Important part in impedance estimation is the derivation of 
synchronization angle for synchronous coordinates. The 
well known virtual flux approach is used for angle reference 
(instead PLL based on measured voltage). The idea is to 
estimate output voltage of the inverter from measured DC 
link voltage and duty cycles of modulator Da, Db, Dc (8)(9). 
The integration of the estimated voltage vector lead to 
virtual flux vector of inverter. The grid flux is a converter 
flux and flux coming from inductive part of our filter, 
transformer or grid.  
 

grid invinv
div L dt L i
dt

⎛ ⎞Ψ = − = Ψ − ⋅⎜ ⎟
⎝ ⎠∫   (7) 

 
The virtual flux grid vector is 90 degree delayed from real 
grid voltage vector. Based on this angle the synchronization 
is performed. 
 

,
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And the grid flux components are calculated from: 
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The grid voltage vector position is: 

 
, ,( / ) / 2G G Garctg β αϕ π= Ψ Ψ +  

 
The inductance L substituted in the flux model will be 
responsible for orientation angle of the controller. Also at 
the point for that distributed inductance (in our string of 
series inductances) the commanded reference current iq=0 
will be corresponding to unity power factor.  
 

 
Fig.5 Reference voltages and current 
 
In classic controller design, only the two inductances of the 
filter L1 and L2 are included (ideal grid), so this is the 
minimum value which should be included in control. In 
reality there is some grid inductance, which knowledge of it 
enables us to change it in control. Because here we estimate 
the grid distributed inductance we know the maximum value 
of L for which we can tune our controller. Changing L in 
cross coupling of current controller from minimum to 
maximum of above mentioned value, accordingly move our 
point of PCC with unity power from inverter terminal to 
infinite bus. 
 
Similar situation happen with our virtual flux orientation, 
adding more L, mimics as we were moving the point of 
synchronization “inside” the grid. 
Because flux based orientation has embedded flux term  
(iL in Eq. 7) dependent on inductance and current, it will 
behave better during transients than voltage sensed PLL, 
which has no information about the L grid. 
Also the given angle for flux based orientation is insensitive 
during reactive power transients; it will influence only 
voltage at PCC. It is easy to analyze on Fig.3, when we 
change reactive current C - D, it will correspond to voltage 
c-d which is in phase with grid voltage.  
 

 
Fig.6. Vector diagram of current, grid voltage and inverter voltage 
 
When we change active power from flow A - B then we see 
that during transient it will be angle error, but with good 
estimation of L it is compensated. 
 
D. Realization of Reactive Perturbation Method. 

Proposed by author method is based on commanding 
reference reactive current (iqref) in order to see the response 
of active (id) current. During three cycles (60ms) of 
commanding capacitive reactive current the variation in id is 
recorded, then switching to inductive character instantly the 
procedure to find variation of id is repeated. For easier 
calculation we assume that there is no current delivered to 
the dc-link.  
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Experiments shows that the step level don’t have to be large, 
it is sufficient to make steps of iqref=0.3p.u. With every 
disturbance of iq we made change (e.g. step increase) of the 
p.u. value of inductance in cross coupling (cc) term. 
For better illustration a sweep procedure is performed, the 
sweeping parameter L in a cross coupling is changed from 
0.6 to 4.0 p.u. in a 0.2 p.u. step. One unit of L is equal to the 
known LCL filter inductance. 
During the sweep procedure we watch for the difference of 
id current (Δid), and for point where is minimum variation 
occur, we can assume that estimated infinite bus inductance. 

 
Fig.7. Responses of the id current for iq steps from 0 1 and 1 0 
a) Under compensation of L b) Overcompensation of L 
 
It is also important to have L in flux model set to 1 p.u., 
which in our case is equal to inductance of LCL filter. 
After detecting the Linf with sweep procedure, we can see 
how many times it is greater than our LCL filter inductance. 
Laboratory experiments shows that in case of stiff grid the 
detected infinite bus inductance is around 1.0..1.1 p.u. of our 
LCL filter.  
In case of emulating weak grid by connection of two 
transformers in series with converter, the test shows around 
2.5 p.u. (so the grid inductance is 1.5 times higher than our 
LCL filter). 
Experiment shows that the best accuracy is when there is no 
active current; the method is well suited for start up 
procedures of inverter.  
It is possible also to estimate when active current is applied 
(online identification during normal operation), but then the 
added extra reactive current, must not exceed limits of the 
converter transistors. 
Experiment shows that 3 periods per step is far enough to 
detect the max and min of the id. In the shown results 17 
steps were applied, each step L=0.2 p.u. 

 
Fig.8. Algorithm used for the sweep test  

The implementation for laboratory experiment assumes 
wide spectrum of swept inductance, the total detection time 
is 

3 periods x 2 sides x 17 steps *20ms = 2 sek  

E. Possible improvements in detection time 

The algorithm can be easily improved in detection time, 
based not only on minimum Δid as so far, but also on 
direction of id. This would minimize number of steps to just 
few. The algorithm would divide the range to half, and then 
dependent on sigh of id go for next left or right half. So the 
rough estimation would take short time, while more exact 
would require more iteration and time. Many others 
possibilities exist. 

 
III. EXPERIMET\NTAL RESULTS 

The system was tested in the laboratory on a 20kW 
converter using a Texas Instrument TMS320F2812 
processor. The LC filter uses 800μH inductor and 25μF 
capacitor connected in delta. The system was rated for 230V 
line to line voltage and 30A of current, the switching 
frequency was 10kHz. The dc-link voltage reference was 
kept constant at 1.4 p.u. or 455V. The commanded reference 
reactive current during experiment was set to ±0.7 p.u. 
There were two cases of grid inductance condition, first the 
converter was connected with series with 3mH inductor, 
emulating weak grid (3.8mH), second case the converter 
was connected directly to the grid, only LC filter was used 
(0.8mH). For easier analysis of the figures we will call 
strong (0.8mH) and weak (3.8mH) conditions respectively.  
 
FFCCL is abbreviation for feed forward cross coupling L in 
current regulator (the highlighted ωL block in Fig.4). The 
CCKP and CCKI are abbreviations for current controller 
proportional and integral gain respectively. 
 

 
Fig.9. Weak grid, FFCCL=1p.u. id variation visible due to 
inductance mismatch between grid and controller 
(underestimation). The solid lines (a) CCKP=0.6, CCKI=5, the 
dotted (b) CCKP=0.3, CCKI=1 
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Fig.10. Weak grid, FFCCL=4p.u., CCKP=0.6, CCKI=5. Match 
between grid and controller. Even for weak grid the iq variations 
are minimized. 

 
Fig.11. Strong grid, FFCCL=1p.u., id variation minimized due to 
inductance match. The solid lines (a) CCKP=0.6, CCKI=5, the 
dotted (b) CCKP=0.3, CCKI=1 
 

 
Fig.12. Strong grid, FFCCL=4p.u. id variation exist due to 
inductance mismatch (overestimation), CCKP=0.6, CCKI=5 
 

 
Fig.13. Transition of the inverter current (in alpha beta plane) 
during pure inductive and capacitive mode of operation. The 
current controller was used without feed forward voltage as shown 
on Fig. 4. Even without feed forward voltage support, the speed of 
current changing direction by 180 degree is significant.  
 
 
A. The Sweep Test Results. 
 
For the sweep test the same converter and DSP is used. The 
inductor in the LC filter is changed to 1200μH and 18μF 
capacitor connected in delta. The dc-link voltage reference 
was kept constant at 1.5 p.u. or 488V for rest of 
experiments. The commanded reference reactive current 
during experiment was set to ±0.8 p.u. for better 
visualization of the curves.  
There were two cases of grid inductance condition, first the 
converter was connected directly to the grid, only LC filter 
was used (1.2mH = 1p.u.).  
The second case (emulating weak grid) is when between 
converter and grid two isolation transformers are inserted. 
Because LC filter is used which could lead to oscillation and 
tripping of converter, active damping function is used. The 
active damping function is based on Lead-Lag compensator 
[8] and is directly implemented in c language software like 
the rest of the control. 
The sweep test visualizes the process of changing L in 
current controller of cross coupling term 
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Fig.15. Laboratory measurement results with strong grid. The smallest variation of dc-link voltage and id appear around 1 p.u of L, This 
means that the grid inductance is nearly zero (which is confirmed, because the supply transformer for the laboratory is very near). 
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Fig.14. Laboratory measurement results with weak grid. The variation of dc-link voltage and id current variation are smallest 
approximately for inductance (blue line) around 2.4 to 2.6p.u. The total inductance seen from the converter terminals into infinite bus is 
(2.5)⋅(1.2mHPU)=3mH. The only grid inductance is 3mH-1.2mH(filter)=1.8mH. 
 
 
In above graphs the green line represents the reactive 
power in synchronous frame, the yellow one is the 
squared reference reactive power, red line is the dc-link 
voltage, black is the inverter active current in 
synchronous frame, blue is the inductance in cross 
coupling term of current controller. 
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III. CONCLUSION 

Estimation algorithm of distributed inductance is 
presented based on virtual flux sensor-less approach. 
Accuracy of 5% was achieved in laboratory setup. 
Stability and dynamic performance of controller is 
improved. Important feature is that algorithm does not 
require any extra hardware changes in inverter (cost), all 
features can be implemented only in software. Another 
property is that algorithm is able to estimate impedance 
when filter capacitor is used. Removing of voltage 
sensors brings extra advantages, in author opinion the ac 
voltage estimation is better and less distorted than 
measured when only L filter is used (no capacitor, 
chopped measured voltage due to grid impedance). It is 
also possible to startup the synchronization with the grid 
without voltage sensors. In this laboratory setup current 
sensors are used to detect initial position of the grid 
voltage angle, by shorting the grid (by IGBT) two times 
by 100us. Sequence and angle can be calculated based on 
the current.  
 
 
 
 
 
 

IV. REFERENCES 

[1] Adrian V. Timbus, Remus Teodorescu, Frede Blaabjerg, 
Uffe Borup, “Online Grid Impedance Measurement 
Suitable for Multiple PV Inverters Running in Parallel”  

[2] Antti Tarkiainen, Riku Pöllänen, Markku Niemelä, and 
Juha Pyrhönen “Identification of Grid Impedance for 
Purposes of Voltage Feedback Active Filtering” 

[3] Marco Liserre, Frede Blaabjerg and Remus Teodorescu, 
“Grid impedance detection via excitation of LCL-filter” 

[4] A.V. Timbus, R. Teodorescu, F. Blaabjerg and U. Borup, 
“ENS detection algorithm and its implementation for PV 
inverters” 

[5] Marco Liserre, Remus Teodorescu, and Frede Blaabjerg, 
“Stability of Photovoltaic and Wind Turbine Grid-
Connected Inverters for a Large Set of Grid Impedance 
Values” 

[6] S. Cobreces1, P. Rodriguez, D. Pizarro1, F. J. Rodríguez1, 
E. J. Bueno “Complex-space recursive least squares power 
system identification” 

[7] Mariusz Malinowski, PhD Thesis, “Sensorless Control 
Strategies for Three - Phase PWM Rectifiers” 

 
[8] Vladimir Blasko, “A Novel Control to Actively Damp 

Resonance in Input LC Filter of a Three-Phase Voltage 
Source Converter”, IEEE transaction on Industrial 
Applications, Vol 33, No.2, March 1997 

 

 
 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /All
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000500044004600206587686353ef901a8fc7684c976262535370673a548c002000700072006f006f00660065007200208fdb884c9ad88d2891cf62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef653ef5728684c9762537088686a5f548c002000700072006f006f00660065007200204e0a73725f979ad854c18cea7684521753706548679c300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA <>
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020b370c2a4d06cd0d10020d504b9b0d1300020bc0f0020ad50c815ae30c5d0c11c0020ace0d488c9c8b85c0020c778c1c4d560002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken voor kwaliteitsafdrukken op desktopprinters en proofers. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents for quality printing on desktop printers and proofers.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /NoConversion
      /DestinationProfileName ()
      /DestinationProfileSelector /NA
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure true
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles true
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /NA
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /LeaveUntagged
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


